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AIR FLOW DIRECTION:

 - FOR GOOD ENGINEERING PRACTICE / AS PER

VAMC DESIGN GUIDELINES

CRITICAL DIRECTIONAL AIRFLOW:

- DIFFERENTIAL PRESSURE MONITORED/ALARMED

AIR FLOW DIRECTION:

 - NEUTRAL

NOTES:

1. AIR QUANTITIES (CFM) INDICATED ARE DESIGN TARGET

VALUES ONLY. TESTING, ADJUSTING AND BALANCING

CONTRACTOR SHALL BALANCE ALL AIR SYSTEMS AND

THEIR ASSOCIATED SUPPLY, RETURN AND EXHAUST

FANS TO MEET ROOM PRESSURIZATION LEVELS AND

DIRECTIONAL TRANSFER AIR FLOW / OFFSETS AS

INDICATED.

2. DRAWING REPRESENTS FINAL CONDITION AFTER ALL

PROJECT PHASES COMPLETE. DESIGN INTENT FOR

EACH SPACE TYPE'S DIRECTIONAL AIRFLOW AND ROOM

PRESSURE SHALL BE MAINTAINED FOR EACH PHASE.

O RELATIVE ROOM PRESSURE - NEUTRAL TO

REFERENCE/SLIGHTLY POSITIVE TO OUTDOORS

+

-

RELATIVE ROOM PRESSURE - POSITIVE TO

REFERENCE

RELATIVE ROOM PRESSURE - NEGATIVE TO

REFERENCE

HVAC EQUIPMENT ZONING

PRESSURIZATION

EF-19, GAS STORAGE

NEW SURGERY

1S-AC-16 / 1S- RF-16

EF-20, LOUNGE /

LOCKER ROOMS

(E)1S-AC-8 / 1S-EF-8

NEW PACU/ RECOVERY

(E)1S-AC-9 / 1S-RF-9

NEW ADMIN /

SURG SUPPORT/

CIRCULATION

(E)1S-AC-10 / 1S-EF-10

NEW PRE-OP /

SURG PREP

ROOM DIFFERENTIAL PRESSURE MONITORING

PANEL WITH LOCAL ALARM KEY-SWITCH

OVERRIDE

SUMMARY

ROOM DIFFERENTIAL PRESSURE MONITORING

SUMMARY PANEL LOCATED AT NURSE STATION

MULTI-TECHNOLOGY ROOM OCCUPANCY

SENSOR FOR OCCUPIED/UNOCCUPIED CONTROL

SECURED UNOCCUPIED MODE OVER-RIDE

PUSH-BUTTON - TO ENGAGE HVAC OCCUPIED

MODE TEMPORARILY - SEE CONTROLS DIAGRAMS

POTENTIAL NEW BAS PANEL LOCATIONS.

COORDINATE WITH ALL TRADES, THE VAMC AND

ACTUAL AVAILABLE SPACE IN THE FIELD PER

PROJECT PHASE.

EF-8 (SERVING AC-9

SURGICAL SUPPORT)

(E)1A-AC-3 / 1A-RF-3 /

1A-EF-5 - EXISTING

FAMILY WAITING /

ELEVATOR LOBBY
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FAMILY

WAITING

D3B175

ANESTHESIA

3B-127

CHIEF

ANESTHESIA

3B-128 MALE LOCKER

ROOM

3B-130

LOUNGE

3B-131

OR 1

3B-135

CYSTO OR 2

3B-137

OR 3

3B-139

OR 4

3B-141

FUTURE

HYBRID OR 5

3B-143

STORAGE

3B-141A

STORAGE

3B-139A
STORAGE

3B-135A

ORTHO OR 6

3B-136

CLEAN CORE

3B-138

CONTROL

3B-159

ANESTHESIA

WORKROOM

3B-140

FROZEN

SECTION

3B-142

HAC

3B-146

NURSE

STATION

3B-150

TOILET

3B-148

SOILED

STORAGE

3B-158

NOURISH

3B-147

LOUNGE

3B-149

CLEAN

3B-154

SOILED

3B-153

MEDS

3B-152

TOILET

3B-157

TOILET

3B-155A

ISOLATION

ROOM

3B-155

EXIST MALE

TOILET

3B-180

CORRIDOR

C3-8

PAIN

MANAGEMENT

3B-167

SEMI-RESTRICTED

CORRIDOR

C3-10

TOILET

3B-189A

PRE-OP

3B-190

PRE-OP

3B-191

PRE-OP

3B-192

PRE-OP

3B-193

TOILET

3B-194

PAIN

MANAGEMENT

3B-166

OR  NURSE

MANAGER

3B-165

IMPLANT

COORDINATOR

3B-168

GAS BOTTLE

STORAGE

3B-164

SOILED

3B-161

SURGERY HAC

3B-160

PRE-OP

3B-171

PRE-OP

3B-170

PRE-OP

3B-196

PRE-OP

3B-195

NURSE

STATION

3B-197A

LOUNGE

3B-200

NOURISH

C3-7.3

CRASH/CART

C3-7.2

STORAGE

3B-187

ISOLATION

3B-189
PRE-OP

3B-186

PRE-OP

3B-185

TOILET

3B-184

PRE-OP

3B-183

SOILED

3B-182

CLEAN

3B-174

TOILET

3B-173

HAC

3B-172

EQUIPMENT

STORAGE

3B-134

STERILE

STORAGE

3B-198

TOILET

3B-201

STRETCHER

STORAGE

3B-199

CORRIDOR

C3-17

CORRIDOR

C3-16

PATIENT BAYS

3B-151

FEMALE

LOCKER ROOM

3B-129

ANTE-ROOM

3B-188

ANTE-ROOM

3B-156

CORRIDOR

C3-7

LOCKERS

C3-7.1

ELEV LOBBY

C3-18

ELEC

3B-163 IT

3B-162

ELEC

3B-177

IT

3B-176

LOW VOLTAGE

3B-132

IMPLANT

STORAGE

3B-133

CLEAN

DUMBWAITER

3B-138A

SOILED

DUMBWAITER

3B-161a

INFECTIOUS

FLUID MGT

3B-169

FTR HYBRID

CONTROL

3B-144

HYBRID

STORAGE

3B-145

CORRIDOR

C3-9

STORAGE

3B-137A

EXIST FEMALE

TOILET

3B-181

CONTROL

3B-137B

CORRIDOR

C3-10A

WOMEN'S

SHOWER

3B-129A

MEN'S

SHOWER

3B-130A

STERILIZER

3B-138B

IT

3B-126B

ELEC

3B-126A

MECHANICAL

3B-126

EXIST STAIR

STAIR - 3

EXIST STAIR

STAIR - 4

EXIST STAIR

STAIR -1

CORRIDOR

C3-4

STAIR

STAIR - 2

EXIST SERVICE

ELEVATOR

S-2

EXIST SERVICE

ELEVATOR

S-1

EXIST PUBLIC

ELEVATOR

P-3

EXIST PUBLIC

ELEVATOR

P-2

EXIST PUBLIC

ELEVATOR

P-1

EXIST TOILET

3B-175A

EXIST PAPER

RECYCLE

3B-178

EXIST

BIO-HAZARD

3B-179

VESTIBULE

3B-131A

BLANKET

WARMER

C3-7.4

NURSE

STATION

3B-197B
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EXISTING 1S-AC-8 / 1S-EF-8 WILL BE REVISED AND REUSED TO SERVE THE NEW SURGICAL

RECOVERY / PACU / ISOLATION ROOM AND CERTAIN SURGICAL SUPPORT AREAS OF THE

RENOVATION. DEMOLITION WORK TO OCCUR  DURING AND ACROSS PHASES 1B THROUGH 4A.

AIRFLOW DIAGRAMS REPRESENT THE BASIC UNDERSTANDING OF EXISTING HVAC SYSTEM AIR

DISTRIBUTION AND THE AS-BUILT/RECORD DESIGN DRAWING CAPACITY/AIRFLOW QUANTITIES.

SINGLE LINE DIAGRAMS DO NOT INCLUDE ALL SYSTEM DETAILS AND DO NOT REPRESENT EXACT

ORDER OR PLACEMENT OF TERMINAL EQUIPMENT WITHIN THE DUCTWORK SYSTEMS.  REFER TO

DEMOLITION PLANS FOR ADDITIONAL INFORMATION, REQUIREMENTS AND THE EXTENT OF

REVISIONS TO BE MADE TO EACH SYSTEM INDICATED.

PROVIDE PRE-CONSTRUCTION AND PHASED TESTING AND BALANCING SUPPORT AND REPORTS TO

MAINTAIN AND DOCUMENT AIRFLOW RATES TO ALL AREAS (WITHIN AND OUTSIDE OF THE ACTIVE

PROJECT PHASE).  AIRFLOW RATES AND PRESSURE / TRANSFER AIR OFFSETS MUST BE

MAINTAINED. AREAS OF DEMOLITION ARE TO BE SET UP AND MAINTAINED AS NEGATIVE AT ALL

TIMES. AREAS  ADJACENT TO THE ACTIVE PHASE MUST REMAIN STABLE / IN THEIR AS-FOUND

CONDITIONS PRIOR TO ANY CONSTRUCTION/DEMOLITION EFFORTS.  COORDINATE EACH PHASE OF

WORK WITH THE OWNER AND DESIGN TEAM.
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